one foot

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

COLOR CODING OF OUTLET BOXES FOR EACH SYSTEM
WIRE AND CONDUIT DESCRIPTION OUTLET BOX
COLOR
@ wruomrc  [[SRETEGcicN vouTeRNe e (WRNS HRNEIED oY
@ A —3 —3
TR
(3)] 1I-#10 GREEN, I/2" (I5MM) ¢ [1.V. TRACK GROUND GREEN 24 GAUGE GALVANIZED FLASHING T clost oots3 A / Caute
(9)[2#10,3/4" (20 MM) ¢ POWER SUPPLY TO PREFABRICATED BED SIDE PATIENT UNIT COORDINATE. WITH ROOFING. CONTRACTOR
(5)| 3-#0, 3/4" (20 MM) C POWER SUPPLY TO PREFABRICATED UNIT(S) ) ]
(6)[1-#4 GREEN, 3/4" (20 MM) C | GROUND CONDUCTOR GREEN - BUILT-UP ROOF \ 3/4°C \ e
(7)| 2-#4 GREEN, 3/4" (20 MM) ¢ |GROUND CONDUCTORS GREEN ‘Arz__z.;vA Y Z
) | .
OIEEERYEE NURSE CALL STSTEM WIRING § CODE "ONE" TEAM CALL WIRING NURSE CALL:
(0| 1" (25 MM) ¢ NURSE CALL, RADIO, § CODE "ONE" TEAM CALL WIRING (YELLOW) ) g Va 3/4°C
(10| 3/4" (20 MM) ¢ WIRING FOR NURSE CALL ¢ CODE "ONE' TEAM CALL DOME LIGHTS CODE "ONE® T ewr O @
(12)] I-1/4" 3o MM) ¢ NURSE CALL SYSTEM WIRING & CODE "ONE" TEAM CALL WIRING (BLUE) CONDUIT SUPPORT m 4" SQUARE
] NURSE CALL STSTEM WIRING, CODE "ONE" TEAM CALL WIRING, ~— CONDUIT - T Dok W TH Aﬂﬂﬂ_w%c
@) 172" oM ¢ & NURSE CALL STAFF STATION WIRING RADIO: SEE DWG'S. FOR LOCATIONS & SIzE .
(19)|3/4" oMM ¢ CODE "ONE" TEAM CALL WIRING & NURSE CALL STAFF STATION WIRING (ORANGE) S NOTES:
(19]3/4' 2oMM) ¢ AUDIO-VISUAL NURSE CALL EMER, STA, WRNG, TO PATIENT'S TOILETS T PROVIDE PULLCORD FOR AL CONDUITS.
(16)[3/4" coMM) ¢ CODE "ONE" TEAM CALL WIRING TO ANNUNCIATOR AT TELEPHONE SWBD RM.
(17)]3/4" 2oMM) ¢ RADIO WIRING (CORONARY CARE UNITS ONLY).
(9
(9)] 2-1/c #12, 3/4" (20 MM) ¢ FOR FIRE ALARM INDICATOR NEAR NURSES CONSOLE RED
@] @5 M EC. NREES CONSOLE TELEPHONE CONDUIT ROOF PENETRATION DETAIL TELEPHONE AND DATA RACEWAY SYSTEMS DETAIL
FOR PHYSIOLOGICAL MONITORING SYSTEM (TROUGH TO HAVE HINGED 4 1
6" x 6" (150 MM x 150 MM) NTS NTS
@ WIRING TROUGH TYPE COVER OF 4'-0" (1220 MM) SECTIONS-MAXIMUM) OR EXTEND I-1/2" (40 MM)|BROWN
E.C. FROM EACH PBPU TO TERMINAL BOX AT NURSES CONSOLE
22| 6-1/c #12,1" (25 MM) C WIRING FOR GAS FAILURE ALARM PRESSURE SK. (AIR, OXTGEN, VACUUM) WHITE
23
AMW 2-#441-#6 GND|-I/4" (30 MM) C | X-RAY RECEPTACLE WIRING TO X-RAY PANEL
(29)] 3- #10, 3/4" (20 MM) C POWER SUPPLY TO NURSES CONSOLE
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o c MASTER STATION-4] e
PHASE CONDUCTORS
m_m%m%o\/zzoocooq%%wzo N N'| NEUTRAL AND GROUND
C C > CONDUCTORS. SEE RISER . .
CONDUCTORS. SEE RISER ) g 5[ DIAGRANM FOR Si7e 3/4°C 17C
DIAGRAM FOR SIZE. . \ \
\ 3/4°C
n m A o ’
4" SQUARE
ENERN ENER <—— VIBRATION ISOLATION
” QUTLET BOX WITH SINGLE
Mmm_p\_%,__nl_ WM_M/_._M._HIMNZNU .-\.-\.-\\} PHASE BUS A._.{_U_O>_lu 4~ CONCRETE PAD \V_ _ GANG TRIM RING. A._.<_HV_O>_|V
|| NEUTRAL BUS (TYPICAL .
T o1 ( ) FLOOR MOUNTED NOTES:
1. PROVIDE PULLCORD FOR ALL CONDUITS.

/ CRITICAL BRANCH
PANEL BOARD

GROUND BUS (TYPICAL)

NURSE CALL RACEWAY SYSTEM DETAIL

@ FLOOR MOUNTED TRANSFORMER

NTS
#10 AWG IN  3/4 " CONDUIT
Q NTS DETAIL NOTES
(1) RECEPTACLE IN NEMA 3R ENCLOSURE.
ENCLOSURE SHALL REMAIN WEATHERPROOF
208Y/120V ke € WHEN RECEPTACLE IS IN' USE.
rLEXIBLE 39,4W 3/4" RIGID STEEL CONDUIT
METAL _ FLEXIBLE A.’ , @ ¥
CONDUIT ?mir (3y ROOF
|1 CONDUIT
(4) FLASHING

| 1-5/8" GALVANIZED UNISTRUT SUPPORT,
CROUNDING GROUNDING . & 6” ABOVE FINISHED ROOF TO BOTTOM OF
DEVICE, LOCK NEUTRAL DEVICE, LOCK 6" J RECEPTACLE.
NUT OR
GROUNDING BONDING —=1  (GROUNDED NUT OR
BUSHING JUMPER CONDUCTOR) v GENERAL NOTES
CONTINUOUS— * ...ﬂ! CONTINUOUS 1. RECEPTACLE MAY BE MOUNTED TO ROOFTOP
GREEN GROUNDING mrmoqmoom# TRANSFORMER GREEN mmm@\__ﬂm@ _mmrm@o%om%w%ﬁﬁosz
EQUIPMENT ~ CONDUCTOR (REFER TO _l_ ENCLOSURE BONDING
CROUND ONELINE SIACRAM FOR = IF NEC AND UMC REQUIREMENTS ARE

MAINTAINED AND SUCH MOUNTING IS
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three eighths inch

one foot

one quarter inch

one foot

one eighth inch

16

SIZE)

//O_NOCZ_U_ZO LUG JUMPER

GROUNDING ELECTRODE

@ TRANSFORMER GROUNDING DETAIL

ACCEPTABLE TO ROOFTOP EQUIPMENT
MANUFACTURER.

ROOF MOUNTED RECEPTACLE DETAIL

NTS
—
Drawing Title Project Title Project Number ]
CONSULTANTS: ARCHITECT/ENGINEERS: ELECTRICAL SURGERY RENOVATION VA-259-09-RA-209 Office of
CIVIL/STRUCTURAL: MECHANICAL, PLUMBING, AND ELECTRICAL: ] Heery International Inc. DETAILS AND EXPANSION Buiiding Number Construction
Smith PLAN 820 16th Street Mall, "

%%&EB NORTH Suite 200, BLDG. NO. 1 and Faciltties
”\___”,m_MH.__ q—,_/__m\_wu _”“H_“ML E Tufs A Reid, HEw: . wmmm_,.ﬁ_.m OoW.\monoN-wN‘_m Approved: Project Director Location Drawing Number Zm.: a m—jm:."
L2499 Wea GrEax Avenus " penver Galrads 80237 ISISNG design i CHEYENNE, WY g
WWWW.NWMJWWWDW%mﬂUU 80215 _u.omw& mww._m:.w\_mmm_:t Heery Project Number: Date Checked Drawn mmmON Department of

e S5 FAx 303.431.6866 SSR JOB #: 08270120 B 0830400 04/24/09 JLS JLS Dwg 40 of 44 Veterans Affairs
VA FORM 08—-6231
2 3 4 5 6 7 8 g |




